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                                           Informal Interpretation Request 
Date: 8/23/23 
 
NFPA Document Number: 101 2018 Florida Specific 
 
Paragraph Reference: Chapter 18.3.4.3.1/19.3.4.3.1 and A18.3.4.3.1/A19.3.4.3.1 
 
 
Explain how the Petitioner’s substantial interests are being affected by the LFO’s interpretation of the 

NFPA citation above:   

 

 
Enter a statement of the LFO’s interpretation of the NFPA citation above and identify the manner in 

which the statement was rendered:  

 

 
 

Enter a statement of the interpretation that the Petitioner contends should be given to the NFPA citation 

above and a statement supporting the Petitioner’s interpretation:  

 

 
 

Enter the Petitioner’s question concerning an interpretation of the FFPC:  
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Committees’ majority vote: No 

 

Providing notification devices in corridors of patient care areas can cause risks to patient 

healthcare during procedures and distressing patients unnecessarily during alarm 

activations. The intent here is that staff is notified, and staff will respond. The code intent of 

providing staff notification and staff response does not require notification devices in 

corridors of patient care areas. The AHJ should ensure that proper hospital procedures 

are in place for staff to appropriately respond to an alarm signal.  

 

Region 1 - Delegate:  Byron Bennett, North Bay Fire Control District 

                    Alternate:   William (Michael) Hall, Marianna Fire Rescue 

Region 2 - Delegate: Jason R. Greisl, Tallahassee Fire 

                    Alternate:   Vacant 

 

Region 3 - Delegate:  James Groff, Jacksonville F. R. (Committee Chair) 

                    Alternate: Silver Chip Ware 

Region 4 - Delegate:  

                    Alternate: Karl Thompson 

 

Region 5 - Delegate:  Anthony Apfelbeck, Altamonte Springs Building Department 

                    Alternate:   Christina Diaz, Seminole County Fire Department 

 

Region 6 - Delegate: Robert Salvaggio, Cape Coral Fire Rescue 

                    Alternate:  

Region 7 - Delegate: (Kenneth) Sean Brown, Broward Sheriff fire Rescue & emergency Services  

                    Alternate: Rebbecca Geimer Tamarac Fire Rescue 
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